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LARGE METER INSTALLATIONS

DIMENSIONS IN INCHES 3" TURBINE | 3" COMPOUND 4" TURBINE | 4" COMPOUND | 6" TURBINE | 6" COMPOUND
No.| METER LINE 4"BYPASS| 4"BYPASS |4"BYPASS| 4" BYPASS |6"BYPASS| 6"BYPASS
1 |CLEARANCE FROM VALVE WALL TO TEE 8" 8" 12" 12" 6" 6"
2 |FLANGED TEE 13" 13" 13" 13" 16" 16"
3 |COA GATE VALVE SQUARE NUT 9" g" 9" 9" 10 1/2" | 10 1/2"
4 13" X 4" FLANGED REDUCER (3" METER ONLY) 7" 7" - - - -
5 'METER 17" 19" 20" 23" 24" 27"
6 3" X 4" FLANGED REDUCER (3" METER ONLY) 7" 7 - - - -
@FLANGED X PLAIN END DI PIPE +@ RESTRAINED
FLANGE COUPLING ADAPTER (RFCA) OR@ FLANGE 17" 15" 20" 17" 19" 16"
7+8 |X DI PIPE +DISMANTLING JOINT (DJ)
9 [COA GATE VALVE SQUARE NUT 9" g" 9" g" 10 1/2"| 10 1/2"
10 |FLANGED TEE 13" 13" 13" 13" 16" 16"
11 |CLEARANCE FROM INSIDE WALL TO TEE 8" 8" 12" 12" 6" 6"
TOTAL (INCHES) 108.0" | 108.0" | 108.0" | 108.0" | 108.0"| 108.0"
BYPASS LINE
1 |CLEARANCE FROM INSIDE WALL TO TEE 8" 8" 12" 12" 6" 6"
1/2 TEE 6 1/2" 61/2" | 61/2"  61/2" 8" 8"
12 |FLANGED 90° ELBOW 6 1/2" 612" 612" 61/2" 8" 8"
13 |BYPASS GATE VALVE WITH HAND WHEEL o 9" 9" 9" 10 1/2") 10 1/2"
@ FLANGED X PLAIN END DI PIPE + @ RESTRAINED
FLANGE COUPLING ADAPTOR (RFCA) OR @ FLANGE| S7" 57" 49" 49" |53 1/2" 53 1/2"
14+15 X FLANGE DI PIPE + @ DISMANTLING JOINT (DJ)
16 |FLANGED 90° ELBOW 6 1/2" 61/2" 61/2" | 61/2" 8" 8"
1/2 TEE 6 1/2" 61/2" [ 61/2" | 61/2" 8" S'Tw
11 | CLEARANCE FROM VALVE WALL TO TEE 8" 8" 12" 12" 6" 6"
TOTAL (INCHES) 108.0" | 108.0" | 108.0" | 108.0" | 108.0"| 108.0"
. 8L#Eé(\$£\NSCSELII:I\TEOM INSIDE WALL TO CENTER 23" 230 23" 23" 20" 20"
NOTES:

1. METER VAULT MUST BE PLACED AT THE PROPERTY LINE WITHIN PUBLIC RIGHT-OF-WAY OR WITHIN
A DEDICATED WATER METER EASEMENT. METER SHALL NOT BE PLACED IN THE PATH OF VEHICULAR
TRAFFIC INCLUDING ROADWAYS, DRIVEWAYS AND PARKING LOTS. METERS MAY NOT BE PLACED IN
SIDEWALKS UNLESS SPECIFICALLY APPROVED BY AUSTIN WATER. METERS MUST BE ACCESSIBLE
TO SERVICE VEHICLES AND SHALL NOT BE ENCLOSED WITHIN PROPERTY FENCES.
2. ALL PIPE AND FITTINGS FROM MAIN TO CUSTOMER VALVE SHALL BE RESTRAINED.
3. FACTORY NOTCHES WHERE PIPING GOES THROUGH VAULT WALL SHALL BE FILLED WITH
NON-SHRINK GROUT PER SPL NO. WW-704A.
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